
Visual Condition Assessments (Capital)
The Colosseum



2018

2018 2019 2020 2021 2022 2023 2024 2025 2026 2027 2028 TOTAL

0 1 2 3 4 5 6 7 8 9 10

Colosseum

1096 - M Main Block 2018 Redecoration External Block Other.Block

Entrance doors, roof vent and rear louvres. 

Refer to window replacement 

recommendations 1 Item 2010 5 -3 £0 £11,000 £11,000 0 5 C1 £11,000 £0 £0 £0 £0 £11,000 £0 £0 £0 £0 £11,000 £33,000

Colosseum

1096 - M Main Plant Room 2018 Mechanical Heat.Source.and.Equipment Boiler Gas

4No Wessex Modumax 250 modular boilers, 

pressurisation unit, and expansion vessel 

pumps. No significant defects noted or 

advised 4 No 2011 20 13 £0 £0 £0 13 20 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum 1096 - M Main Block 2018 Floors Finish Carpet Carpet.Other No significant defects noted or advised 1500 m² 2010 15 7 £100 £0 £150,000 10 15 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £150,000 £150,000

Colosseum 1096 - M Main Block 2018 External.Walls Walls. Columns.and.Frame Concrete No significant defects noted or advised 1 No 1939 60 -19 £0 £0 £0 30 60 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum 1096 - M Main Extension 2018 External.Walls Walls. Columns.and.Frame Steel. No significant defects noted or advised 1 Item 2010 100 92 £0 £0 £0 92 100 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum 1096 - M Main Plant Room Extension 2018 External.Walls Walls. Columns.and.Frame Concrete No significant defects noted or advised 1 No 1990 60 32 £0 £0 £0 32 60 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum
1096 - M Main Block 2018 Staircases Structure.Staircase Concrete.Staircase Concrete.Staircase.Structure

No significant defects noted or advised. 

General repairs to granolithic finish. 4 No 1939 100 21 £0 £0 £0 21 100 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum
1096 - M Main Extension 2018 Staircases Structure.Staircase Concrete.Staircase Concrete.Staircase.Structure

No significant defects noted or advised. 

General repairs to granolithic finish. 1 No 1990 100 72 £0 £0 £0 72 100 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum

1096 - M Main Block 2018 Electrical Fire.Alarms Control.Panel. Other.Control.Panel.

Networked Gent Vigilon System. Alarm panels 

indicating 3No. System faults and a failed 

recovery 1 No 2011 20 13 £0 £0 £0 13 20 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum
1096 - M Main Block 2018 Electrical Fire.Alarms Control.Panel. Other.Control.Panel.

PAVA system. No significant defects noted or 

advised 1 No 2011 20 13 £0 £0 £0 13 20 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum
1096 - M Main Block 2018 Electrical Fire.Alarms Control.Panel. Other.Control.Panel.

Disabled Refuge System. Control panel 

indicating fault condition 1 No 2011 20 13 £0 £0 £0 13 20 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum 1096 - M Main Block 2018 Electrical Intruder.Alarms Control.Panel. Other.Control.Panel. No significant defects noted or advised 1 No 2011 20 13 £0 £0 £0 13 20 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum

1096 - M Main Block 2018 Electrical Intruder.Alarms Control.Panel. Other.Control.Panel.

ControlSoft Access Controls keycode based. 

1No. System out of service .Within server 

room all control panels doors are open 

exposing internal circuit boards 5 No 2011 20 13 £0 £0 £0 13 20 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum

1096 - M Main Block 2018 Electrical Intruder.Alarms Control.Panel. Other.Control.Panel.

CCTV Monitor and DVR within Server Room. 

No significant defects noted or advised 1 No 2011 20 13 £0 £0 £0 13 20 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum
1096 - M Main Block 2018 Electrical Intruder.Alarms Control.Panel. Other.Control.Panel.

CCTV Monitor in Stage Door Reception. No 

significant defects noted or advised 1 No 2011 20 13 £0 £0 £0 13 20 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum

1096 - M Main Plant Room 2018 Mechanical Heating.Controls Controls.Boiler.Room Other.Controls.Boiler.Room

Standalone controls for operation of 

Mechanical plant. No significant defects noted 

or advised. Age related replacement 

allowance for BMS 1 No 2000 20 2 £0 £50,000 £50,000 2 20 C2 £0 £0 £50,000 £0 £0 £0 £0 £0 £0 £0 £0 £50,000

Colosseum 1096 - M Main Block 2018 Electrical Intruder.Alarms Detector.Contact Other.Detector.Contact No significant defects noted or advised 1 No 2011 10 3 £0 £2,000 £2,000 3 10 B3 £0 £0 £0 £2,000 £0 £0 £0 £0 £0 £0 £0 £2,000

Colosseum 1096 - M Main Block 2018 Electrical Intruder.Alarms Detector.PIR Other.Detector.PIR No significant defects noted or advised 1 No 2011 10 3 £0 £2,000 £2,000 3 10 B3 £0 £0 £0 £2,000 £0 £0 £0 £0 £0 £0 £0 £2,000

Colosseum
1096 - M Main Block 2018 Electrical Fire.Alarms Detector.Smoke Other.Detector.Smoke

Detectors with sounder/beacon bases. No 

significant defects noted or advised 1 No 2011 10 3 £0 £10,000 £10,000 3 10 B3 £0 £0 £0 £10,000 £0 £0 £0 £0 £0 £0 £0 £10,000

Colosseum
1096 - M Main Block 2018 Mechanical Heating.Distribution Distribution.Pipework Other.Distribution.Pipework

Two pipe heating distribution. No significant 

defects noted or advised 1 m² 2011 60 53 £150 £0 £150 53 60 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum 1096 - M Main Block 2018 Electrical Fire.Alarms Door.Hold.Units Other.Door.Hold.Units No significant defects noted or advised 8 No 2010 10 2 £0 £0 £0 10 10 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum 1096 - M Main Bar/Restaurant 2018 External.Walls Windows. Doors. Doors.Timber Breakdown of decoration, timber degraded 17 m² 2000 40 22 £1,200 £0 £20,760 5 60 B3 £0 £0 £0 £0 £0 £20,760 £0 £0 £0 £0 £0 £20,760

Colosseum 1096 - M Main Block 2018 External.Walls Windows. Doors. Doors.Timber Degraded finish and joint displacement 24 m² 1939 60 -19 £1,200 £0 £28,800 2 60 C2 £0 £0 £28,800 £0 £0 £0 £0 £0 £0 £0 £0 £28,800

Colosseum 1096 - M Main Block 2018 External.Walls Windows. Doors. Doors.Aluminium No significant defects noted or advised 22 m² 2010 20 12 £1,200 £0 £25,920 12 20 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum
1096 - M Main Block 2018 Mechanical Heating.Distribution Emitters.Radiant Other.emitters.Convectors

Radiators and fan convectors. No significant 

defects noted or advised 1 m² 2011 20 13 £0 £0 £0 13 20 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum 1096 - M Main Block 2018 External.Walls Walls. External.Linings.and.Finishes.Cladding Coated.Steel No significant defects noted or advised 1 m² 1990 40 12 £0 £0 £0 12 40 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum 1096 - M Main Block 2018 Internal.Walls Walls.and.Partitions Fire.Compartmentation Other.Fire.Compartmentation No significant defects noted or advised 1 Item 2018 0 0 £0 £0 £0 0 0 C1 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum 1096 - M Main Extension (1st Floor) 2018 Sanitary Toilets Fittings Other.Fittings No significant defects noted or advised 1 Item 2010 20 12 £20,000 £0 £20,000 12 20 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum 1096 - M Main 1st Floor WC/Shower (RH) 2018 Sanitary Toilets Fittings Other.Fittings No significant defects noted or advised 1 Item 2010 20 12 £40,000 £0 £40,000 12 20 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum 1096 - M Main 1st Floor WC/Shower (LH) 2018 Sanitary Toilets Fittings Other.Fittings No significant defects noted or advised 1 Item 2010 20 12 £30,000 £0 £30,000 12 20 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum 1096 - M Main Ground Floor WC/Shower 2018 Sanitary Toilets Fittings Other.Fittings No significant defects noted or advised 1 Item 2010 20 12 £30,000 £0 £30,000 12 20 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum 1096 - M Main Rear Under Stairs Toilet 2018 Sanitary Toilets Fittings Other.Fittings No significant defects noted or advised 1 Item 2010 20 12 £5,000 £0 £5,000 12 20 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum 1096 - M Main Dressing Room 1 2018 Sanitary Toilets Fittings Other.Fittings No significant defects noted or advised 1 Item 2010 15 7 £6,000 £0 £6,000 7 15 B4 £0 £0 £0 £0 £0 £0 £0 £6,000 £0 £0 £0 £6,000

Colosseum 1096 - M Main Main Ladies Toilet 2018 Sanitary Toilets Fittings Other.Fittings No significant defects noted or advised 1 Item 2010 20 12 £160,000 £0 £160,000 12 20 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum 1096 - M Main Main Male Toilet 2018 Sanitary Toilets Fittings Other.Fittings No significant defects noted or advised 1 Item 2010 20 12 £100,000 £0 £100,000 12 20 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum 1096 - M Main First Floor Ladies Toilet 2018 Sanitary Toilets Fittings Other.Fittings No significant defects noted or advised 1 Item 2010 20 12 £60,000 £0 £60,000 12 20 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum
1096 - M Main Auditorium 2018 Electrical Lifts.and.Hoists Fixed.Hoist Other.Fixed.Hoist

Lighting Rig. No significant defects noted or 

advised 1 No 2000 20 2 £0 £0 £0 10 10 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum
1096 - M Main Block 2018 Roofs Flat Flat.Coverings Copper

Unable to assess, assumed uncoated sheet. 

Assumed replacement with main roof 37 m² 1939 60 -19 £99 £5,000 £8,653 0 40 C1 £8,653 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £8,653

Colosseum 1096 - M Main Extension 2018 Roofs Flat Flat.Coverings Membrane No significant defects noted or advised 320 m² 2010 40 32 £99 £10,000 £41,597 32 40 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum 1096 - M Main Extension 2018 Roofs Flat Flat.Coverings Felt.Overlay No significant defects noted or advised 300 m² 2010 20 12 £130 £5,000 £44,000 12 20 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum
1096 - M Main Rear Plant Enclosure 2018 Roofs Flat Flat.Coverings Membrane

Inspection limited by plant, evidence of water 

ingress at junction with main block. 150 m² 2010 40 32 £99 £3,000 £17,811 32 40 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum
1096 - M Main East Corridor 2018 Roofs Flat Flat.Coverings Membrane

Coated asphalt finish, inspection obstructed 

by duct. 60 m² 2010 20 12 £99 £3,000 £8,924 12 40 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum
1096 - M Main East Stairwell 2018 Roofs Flat Flat.Coverings Asphalt

Coated asphalt finish. Possible fibrous cement 

promenade tiles 13 m² 2000 20 2 £130 £8,000 £9,638 2 20 C2 £0 £0 £9,638 £0 £0 £0 £0 £0 £0 £0 £0 £9,638

Colosseum

1096 - M Main Canopy 2018 Roofs Flat Flat.Coverings Lead

Perimeter damage and evidence of water 

penetration. Replacement allowance. 

Recommend review of access to 

advertisements. 29 m² 1939 60 -19 £99 £6,000 £8,863 1 40 D1 £0 £8,863 £0 £0 £0 £0 £0 £0 £0 £0 £0 £8,863

Colosseum
1096 - M Main Block 2018 External.Walls Windows. Framing. Steel.(Ungalvanised)

General breakdown of finishes. Replacement 

allowance due to age 131 m² 1939 70 -9 £564 £30,000 £103,910 5 70 B3 £0 £0 £0 £0 £0 £103,910 £0 £0 £0 £0 £0 £103,910

Colosseum 1096 - M Main Kitchen 2018 External.Walls Windows. Framing. Aluminium No significant defects noted or advised 9 m² 2010 45 37 £460 £0 £4,140 37 45 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum 1096 - M Main Block 2018 External.Walls Windows. Framing. Aluminium No significant defects noted or advised 185 m² 2010 45 37 £460 £0 £85,100 37 45 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum

1096 - M Main Block 2018 Mechanical Gas.Distribution Gas.Pipework Other.Gas.Pipework

Gas pipework serving boilers and kitchen, 

fitted with GSV in both locations. No 

significant defects noted or advised 1 Lm 2011 40 33 £0 £0 £0 33 40 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum
1096 - M Main Plant Room 2018 Mechanical Heating.Distribution Heating.Pumps Other.Heating.Pumps

VT & CT circulation pumps. No significant 

defects noted or advised 1 No 2011 15 8 £0 £6,000 £6,000 8 10 B4 £0 £0 £0 £0 £0 £0 £0 £0 £6,000 £0 £0 £6,000

Colosseum

1096 - M Main Block 2018 Mechanical Hot.and.Cold.Water Hot.Water.Distribution.Pipework Other.Hot.Distribution

Hot water pipework run local to water heaters. 

No significant defects noted or advised 1 Item 2011 40 33 £0 £0 £0 33 40 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum

1096 - M Main Block 2018 Mechanical Hot.and.Cold.Water Hot.Water.Distribution.Pipework Other.Hot.Distribution

MCWS pipework distributing to serve potable 

outlets, CWDS pipework distributing to serve 

non-potable outlets.  No significant defects 

noted or advised 1 Item 2011 40 33 £0 £0 £0 33 40 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum

1096 - M Main Front of House Areas 2018 Electrical Lighting Internal.Fittings LED

LED luminaires generally to front of house 

areas. No significant defects noted or advised 1 No 2011 20 13 £0 £0 £0 13 20 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum
1096 - M Main Block 2018 Electrical Control.Gear Isolator.Main Other.Isolator.Main

Bespoke Main LV MCCB Switchpanel. No 

significant defects noted or advised 1 Item 2011 40 33 £0 £0 £0 33 40 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum
1096 - M Main Block 2018 Electrical Control.Gear Isolator.Sub.Main Other

Eaton MCB/MCCB sub-distribution boards. No 

significant defects noted or advised 14 2011 40 33 £0 £0 33 40 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum

1096 - M Main Block 2018 Electrical Lighting Lighting.Wiring Other.Power.Wiring

Single core LSF Cabling within galvanised 

steel containment. No significant defects 

noted or advised 1 m² 2011 40 33 £0 £0 £0 33 40 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum

1096 - M Main Block 2018 Mechanical Ventilation Mechanical. Other.Mechanical.

Mechanical supply and extract ventilation, 

including heating coils for heating auditorium, 

retrofitted with variable speed inverters. No 

significant defects noted or advised 1 Item 2000 15 -3 £0 £600,000 £600,000 5 15 B3 £0 £0 £0 £0 £0 £600,000 £0 £0 £0 £0 £0 £600,000

Colosseum

1096 - M Main Toilets / Showers 2018 Mechanical Ventilation Mechanical. Other.Mechanical.

Local mechanical extract in toilets. Extract in 

WC/Showers #2 not working, otherwise no 

significant defects noted or advised 1 Item 2011 15 8 £0 £0 £0 10 15 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum
1096 - M Main Kitchen 2018 Mechanical Ventilation Mechanical.Kitchen Other.Mechanical.Kitchen

Kitchen extract in commercial kitchen. No 

significant defects noted or advised 1 Item 2011 20 13 £0 £0 £0 13 20 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum 1096 - M Main Block 2018 Staircases External.Steps Metal No significant defects noted or advised 1 1960 60 2 £0 £10,000 £10,000 10 60 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £10,000 £10,000

Colosseum

1096 - M Main Auditorium 2018 Ceilings Ceilings.Finish Other.Ceilings.Finish

Cracking above circle, stability of finish cannot 

be confirmed. Specialist inspection 

recommended. Initial access and repair 

allowance. 1 2018 0 0 £0 £20,000 £20,000 0 0 C1 £20,000 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £20,000

Colosseum
1096 - M Main Auditorium 2018 Ceilings Ceilings.Finish Other.Ceilings.Finish

Sectional panel ceiling finish on steel rail sub-

frame 1 1939 100 21 £0 £0 £0 21 0 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum
1096 - M Main Block 2018 Electrical Fire.Alarms Other.Fire.Alarms

Manual Call Points, No significant defects 

noted or advised 1 2010 20 12 £0 £0 £0 12 20 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum 1096 - M Main Block 2018 Redecoration Internal Other.Internal Decoration allowance 1 2010 7 -1 £0 £150,000 £150,000 5 7 B3 £0 £0 £0 £0 £0 £150,000 £0 £0 £0 £0 £0 £150,000

Colosseum
1096 - M Main Block 2018 Electrical Intruder.Alarms Other.Intruder.Alarms

CCTV cameras. No significant defects noted 

or advised 30 2011 20 13 £0 £0 £0 13 20 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum
1096 - M Main Auditorium 2018 Electrical Lifts.and.Hoists Other.Lifts.and.Hoists

Scissor lift to stage. No significant defects 

noted or advised 1 2000 20 2 £0 £6,000 £6,000 5 20 B3 £0 £0 £0 £0 £0 £6,000 £0 £0 £0 £0 £0 £6,000

Colosseum

1096 - M Main Block 2018 Electrical Lighting Other.Lighting Other.Power.Wiring

Lighting controls PIR absence/presence 

detection. No significant defects noted or 

advised 1 m² 2011 40 33 £0 £0 £0 33 40 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum

1096 - M Main Block 2018 Electrical Lighting Other.Lighting

Emergency lighting. Approx 25% of self-test 

emergency luminaires appear to be in a fault 

condition 1 2011 20 13 £0 £0 £0 13 20 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum
1096 - M Main Block 2018 Electrical Power Other.Power Other.Power.

Stage lighting and power distribution. No 

significant defects noted or advised 1 Item 2011 20 13 £0 £0 £0 13 20 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum

1096 - M Main Block 2018 Electrical Power Other.Power Other.Power.

CAT5e Voice and Data cabling and wifi 

provision throughout. No significant defects 

noted or advised 1 Item 2011 20 13 £0 £0 £0 13 20 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum
1096 - M Main Bar/Restaurant 2018 Electrical Power Passenger.Lift Car

No significant defects noted or advised. Car 

control panel bezel to be refixed/replaced 1 No 2011 20 13 £0 £0 £0 13 20 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum
1096 - M Main Block 2018 Roofs Pitched Pitched.Coverings Copper.Sheet

Roof pitches coated with membrane finish. 

Limited inspection. 1200 m² 1939 50 -29 £250 £50,000 £350,000 0 50 D1 £350,000 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £350,000

Colosseum

1096 - M Main Block 2018 Roofs Pitched Pitched.Coverings Tile

Tile surfaces degraded where visible. 

Allowance for replacement in conjunction with 

pitched sheet roof. 600 m² 1939 90 11 £120 £0 £72,000 11 90 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum 1096 - M Main Plant Room Extension 2018 Roofs Pitched Pitched.Coverings Metal.Sheet No significant defects noted or advised 130 m² 1990 40 12 £180 £50,000 £73,400 12 40 D1 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Quantity Unit
Assessed 

Installation Year

Condition 

Grading
Rate (£) Value (£)

Life Cycle Allowance 

(Replacement)

Remaining Life 

(Assessed)
Abnormals

The Colosseum

SURVEY DATA

Life Cycle 
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Site Block Ref Type (Existing) Comment
Sub-Block 

Ref
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Remaining Life 

(Cycle)



Colosseum

1096 - M Main Block 2018 Electrical Power Power.Fittings Other.Power.Fittings

Generally white plastic outlets. No contrasting 

face plates or bezels for DDA compliance. No 

significant defects noted or advised 1 m² 2011 20 13 £0 £0 £0 13 40 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum

1096 - M Main Block 2018 Electrical Power Power.Wiring Other.Power.Wiring

Single core LSF Cabling within galvanised 

steel containment. No significant defects 

noted or advised 1 m² 2011 40 33 £0 £0 £0 33 40 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum 1096 - M Main Block 2018 Staircases Structure.Staircase Steel.Staircase Steel.Staircase.Structure No significant defects noted or advised 2 No 1990 80 52 £0 £0 £0 52 80 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum

1096 - M Main Tank Room 2018 Mechanical Hot.and.Cold.Water Storage.Tanks.and.Equipment Other.Storage.Tanks

Cold water storage tanks serving cold water 

down service. No significant defects noted or 

advised 2 No 2011 40 33 £0 £0 £0 33 40 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum

1096 - M Main Block 2018 External.Walls Walls. Structure.Wall Brick.

Displacement in coping details and evidence 

of water staining. Uplift cracking to brickwork 

along east corridor, rust expansion of 

redundant light mountings. 1 Item 1939 100 21 £0 £0 £0 21 100 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum 1096 - M Main Block 2018 External.Walls Walls. Structure.Wall Brick. Allowance for general brickwork repairs 1 Item 1939 100 21 £0 £60,000 £60,000 1 0 C1 £0 £60,000 £0 £0 £0 £0 £0 £0 £0 £0 £0 £60,000

Colosseum 1096 - M Main Extension 2018 External.Walls Walls. Structure.Wall Brick. No significant defects noted or advised 1 Item 2010 100 92 £0 £0 £0 92 100 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum 1096 - M Main Plant Room Extension 2018 External.Walls Walls. Structure.Wall Brick. No significant defects noted or advised 1 Item 1990 100 72 £0 £0 £0 72 100 B4 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0

Colosseum 1096 - M Main Kitchen 2018 Floors Finish Vinyl.Sheet Vinyl.Sheet.Other No significant defects noted or advised 150 m² 2010 15 7 £62 £0 £9,243 7 15 B4 £0 £0 £0 £0 £0 £0 £0 £9,243 £0 £0 £0 £9,243

Colosseum 1096 - M Main Kitchen 2018 Floors Finish Vinyl.Sheet Vinyl.Sheet.Other Replace inlay to inspection chamber cover 1 m² 2018 0 0 £0 £500 £500 0 15 C1 £500 £0 £0 £0 £0 £0 £0 £0 £0 £0 £0 £500

Colosseum

1096 - M Main Toilets / Showers 2018 Mechanical Heat.Source.and.Equipment Water.Heater Electric

Local electric point of use water heaters 

serving local outlets. No significant defects 

noted or advised 1 No 2011 15 8 £0 £8,000 £8,000 8 15 B4 £0 £0 £0 £0 £0 £0 £0 £0 £8,000 £0 £0 £8,000

Colosseum 1096 - M Main Block 2018 Floors Finish Woodblock.or.Strip Woodblock.or.Strip.Other Sand and seal general allowance 1 m² 2010 10 2 £0 £30,000 £30,000 2 60 C2 £0 £0 £30,000 £0 £0 £0 £0 £0 £0 £0 £0 £30,000

£390,153 £68,863 £118,438 £14,000 £0 £891,670 £0 £15,243 £14,000 £0 £171,000 £1,683,368



2018

Year 0 1 2 3 4 5 6 7 8 9 10 Total

2018 2019 2020 2021 2022 2023 2024 2025 2026 2027 2028

Colosseum £390,153.38 £68,863.46 £118,438.00 £14,000.00 £0.00 £891,670.20 £0.00 £15,243.00 £14,000.00 £0.00 £171,000.00 £1,683,368.04

Summary £390,153.38 £68,863.46 £118,438.00 £14,000.00 £0.00 £891,670.20 £0.00 £15,243.00 £14,000.00 £0.00 £171,000.00 £1,683,368.04

5 Year Total £1,483,125.04

10 Year Total £1,683,368.04

Survey Year:

Visual Condition Assessments (Capital)

Summary of Budget Costs

For: The Colosseum
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